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NOTES:
1. USE CORPORATION STOP CONNECTION. SEE DETAIL 701.

2. FOR 5/8" x 3/4" METER SETTERS, MANIFOLD SHALL BE 6” LONG.
FOR METER SETTERS, MANIFOLD SHALL BE 12" LONG.

3. FOR 5/8" x 3/4” METER SETTERS, MANIFOLD SIZE SHALL BE 3/4” FROM BUSHING AT TEE.
FOR METER SETTERS, MANIFOLD SIZE SHALL BE 1” FROM BUSHING AT TEE.

4. FOR 5/8" x 3/4" METER SETTERS, USE 1—-17"x30" METER BOX AS SHOWN.
FOR METER SETTERS, USE INDIVIDUAL METER BOXES SIMILAR TO THE SINGLE SERVICE DETAIL 703.

5. THE METER BOX SHALL BE CENTERED OVER THE METER SETTER ASSEMBLY AS SHOWN.
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